Exhibit 4

345 kV/ 115 kV Transmission
Pole Figure
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345/115KV. DOUBLE CIRCUIT TANGENT

THIS MAP/DOCUMENT IS A TOOL TO ASSIST EMPLOYEES IN THE PERFORMANCE OF THEIR JOBS.
YOUR PERSONAL SAFETY IS PROVIDED FOR BY USING SAFETY PRACTICES, PROCEDURES AND
EQUIPMENT AS DESCRIBED IN THE SAFETY TRAINING PROGRAMS, MANUALS AND SPARS.
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345 kV Vertical Structure
Steel, galvanized
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